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1. PROVIDE WET MANUAL STANDPIPE SYSTEM IN ACCORDANCE WITH
NFPA 14 — 2013 EDITION AND CONTRACT DOCUMENTS.
2. PROVIDE WET PIPE SPRINKLER PROTECTION THROUGHOUT IN
ACCORDANCE WITH NFPA 13 — 2013 EDITION AND CONTRACT
DOCUMENTS.
3. PROVIDE FIRE EXTINGUISHERS FOR QUICK RESPONSE SPRINKLERED
BUSINESS OCCUPANCIES. SEE LIFE SAFETY DRWGS FOR LOCATION
AND QUANTITY.
4. PROVIDE FIRE ALARM EVACUATION SYSTEM IN ACCORDANCE WITH
NFPA 72 — 2013 EDITION AND CONTRACT DOCUMENTS.
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